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Technical Requirements:

BARER

1. No obvious brazing defects;
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2. Design presssure: 4.2 Mpa;
WitES: 4.2 Mpa;

3. leak test pressure: 4.2 Mpa;
WIRALAES: 4.2 Mpa;

4. Finish: Tin plate ;
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5. Two open end products need plug proection;
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6. Leak test rate less than 2.8g/year; Drawing No. REV
A
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7. Valve stem packing: Graphite; ﬁéwl@réﬁ% ’ 030509149 E’é A4
BITESER: A58; Material 1215CRS Sheet Number 1/1
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